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Abstract. The main task of the “relay” protection system is to provide trip 
commands in case of faults and to prevent the operation of the electrical equip-
ment in dangerous modes. The set of the protection functions and the system 
structure have an impact on the reliability and respectively dependability of the 
protected structure. In some smaller node-point electrical facilities like step-up 
substations for PVPPs and wind-farms, the set of protection functions required 
by the respective regulations can be limited. The multifunctional features of 
new generations of Intelligent Electronic Devices (IEDs) and the options to use 
IEC 61850 based communication, protection and automation, provide opportu-
nities for improvement of the busbar protection system.  
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1. Introduction 
The contemporary grid protection and automation schemes are becoming more and 
closer as structure and communication topology to data exchange in computer net-
works. The exchange of information is widely made via Ethernet based networks, in 
some cases using WEB interfaces. The optical links are based also practically on the 
hardware and software common for the data exchange in computer networks. This 
utilizes the implementation of universal hardware and software, but imposes questions 
related to cyber security, vulnerability to unauthorized access, software "bugs", etc. 
The implementation of IEC 61850 features for substation automation provides many 
opportunities to improve the functionality of the respective protection system. For the 
particular study, experiments were made to implement a function for busbar protec-
tion utilizing the functionality of the outgoing power lines protections. 
2. Improving the Relay Protection System Functionality 
The contemporary operated electrical grids are challenged by the high penetration of 
renewable sources of electrical power generation [1,2]. The node points for connec-
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tion of renewables – typically Photo Voltaic Power Plants (PVPPs) and wind farms 
are sometimes regarded as non-vital for the integrity of the grid. With the increase of 
the concentrated capacity of such generating facilities, and their general share in the 
total electrical power generation mix, the importance of the reliability of the protec-
tion schemes for such node points increases. For the particular study, a model was 
made for a simple HV busbar system with simulated internal (on the busbar system) 
fault and external one – in the outgoing power lines. By utilization of IEC 61850 
GOOSE (Generic Object Oriented System Event) message, the directional ground 
fault overcurrent protection was used for busbar protection logic for accelerated trip-
ping of faults recognized “inside” the substation zone [9,10,11]. In such manner the 
classical bus differential function (ANSI 87) can be realized not with dedicated cen-
tral unit and distributed measurement points at the bus connected feeders, but with 
data exchange between the feeder protection devices. Definitely, the proposed solu-
tion is not regarded as replacement of the bus differential protection, but as option to 
realize additional protection of node point. The proposed approach is to have instan-
taneous response. 
 
 
Fig. 1. Experimental test scheme. 
The tests were made with two IEDs connected with fiber-optic cables and Ethernet 
link to exchange GOOSE messages, for the operation of the ground fault protection. 
In this experimental setting were used Line Differential Protection IEDs. In this case 
the IED used fiber-optic to transmit differential type of data (like current, voltage, 
  
frequency etc.) with the opposite device. For GOOSE communication between the 
IEDs is used Ethernet channel (the scheme assumes two IEDs installed on two out-
going feeders in one substation). The “busbar voltage” was supplied to both devices 
from the respective analog outputs of the testing device. Two main groups of experi-
ments were made – one with current supplied to the protection devices flowing 
“straight” for both and another when the current is fed in “reversed” direction to one 
of the IEDs. 
 
 
Fig. 2. Display of the IED. 
In Fig. 2 is presented the measurement of the line protection IED in the case of cur-
rents injected as presented in Fig. 3, in order to simulate internal busbar fault. The two 
directional overcurrent functions both recognize “fault in the back” with respect to the 
power lines and the generated tripping commands are correct (selective). 
With this scheme of exchange of GOOSE message between the IEDs, when both 
relays pick-up, but “fault in the back” is recognized, fault within the zone of the bus-
bar system is identified. Such scheme can help to form busbar protection function (or 
with some compromise in the physical basis of the operation “artificial differential 
function”). 
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Fig. 3. Testing device signals phasor view. 
 
 
Fig. 4. Display of the IED.  
With this scheme of exchange of GOOSE message between the IEDs, when both 
relays pick-up, but “fault in the back” is recognized, fault within the zone of the bus-
  
bar system is identified. Such scheme can help to form busbar protection function (or 
with some compromise in the physical basis of the operation “artificial differential 
function”). 
 
 
Fig. 5. Testing device signals phasor view. 
The proposed scheme operation was tested for the case of fault occurring along one of 
the power lines [4,6]. In Fig. 4 the behavior of the IED, which has received a blocking 
signal for ground fault recognized “towards the line” from the other IED, in order not 
to provide erroneous tripping function is presented. The primary currents were physi-
cally simulated with electronic IED testing device, directly connected to the respec-
tive analog signal inputs. The IEDs providing protection of the power line correctly 
generated trip signal, and the other IED was blocked by the received GOOSE mes-
sage, that the fault current flows “outwards” the busbar system. The tested principle 
can give improvement of the protection system functionality for small substations, or 
“node points”. 
In relation to detection of single phase ground faults, the scheme is applicable for 
solid grounded networks. For resonance earthed or isolated star point networks, the 
scheme would be applicable for two or three phase short circuits, based on overcur-
rent element + directional criterion. 
For solidly (effectively) grounded neutral networks with sufficient fault current to be 
selectively recognized for not being a load current, the power flow could be sufficient 
as criteria, but for low values of ground fault currents the complexly accounted crite-
ria: 
      ̇   ̇   ̇  (1) 
      ̇   ̇   ̇  (2) 
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The specific angles characterizing the zero sequence power flow φ(S0) shall be taken 
into account as well. Precise measurement of the residual voltage and current would 
be necessary for resonance earthed or isolated star point networks. 
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Fig. 6. Scheme to realize a bus protection for busbar with 4 feeders. 
As limitation condition for the proposed scheme the specifics of the overcurrent pro-
tection used as basis shall be counted. 
The typical setting of ground fault function (ANSI 67/67N), which practically is used 
to form busbar protection “artificial differential” function is calculated as follows: 
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where: 
. .m lI  - maximum permissible load current; 
sк - security factor; 
restк  - factor of restart of induction machines; 
vк  - reset factor of the overcurrent functions; 
тк  - current transformer ration;  
shк  - scheme coefficient; 
In this case for determination of pick up
I   is taken the maximum permissible normal 
current, which can be fed from the respective feeder to the bus section, at the worst in 
  
this case current distribution. The trip delay of the proposed bus protection function 
shall be coordinated with the settings of the outgoing feeders. 
The fact that as initial “sensitive” element an overcurrent function is used, imposes 
some limitations towards the sensitivity of the functionality for low imbalanced cur-
rents, that may occur in case of high resistance faults in the busbar zone. If high start 
currents of induction machines have to be taken into account, this will make the 
scheme even more non-sensitive to high resistance faults in the protected zone. Ex-
change of GOOSE messages with measured values via the local Ethernet based net-
work can help to improve the sensitivity, but still the delay of the scheme may be 
higher than dedicated bus differential (ANSI 87) protection scheme. On other hand 
ultra-fast 87 function may impose overloading on the breakers, as the tripping will be 
in “relatively early” transient conditions, with significant DC component in the fault 
current. 
3. Comparison of the Proposed Logic for Bus Protection with 
Available on the Market Industrial Products 
The leading companies provide two typical schemes for bus differential protection: 
 
"Centralized bus differential protection" - configuration with one central module 
(without bay units). All CTs signals are routed to one panel - "Busbar protection", 
comprising the housing of the IED for centralized protection. The central unit collects 
also binary signal for position status of the respective commutation devices in the 
switchgear bays. This is the “classical” configuration, used in past for electromechan-
ical and solid state devices. The producers use this concept in contemporary design 
IEDs [14,18] and the tendency is in the near future significant percent of world pro-
ducers of “relay” protections to continue to use it. In this scheme there are no separate 
differential protection bay units as in "Distributed bus differential protection", which 
means that bigger reliability can be expected from the “hardware”. As a disadvantage 
can be outlined, that when prophylaxis performed for some bays could be more diffi-
cult to render safe. Another disadvantage is the big length of copper cables and poten-
tial issues with cabling failures. 
 
"Distributed bus differential protection" - the structure is based on the following con-
cept: for every switchgear bay a separate bus differential bay unit is foreseen (periph-
eral module). The bay unit receives the signals from the CTs, position signals for 
commutation equipment, etc. and transmits the data to central processing module, 
typically via fiber optic cable. The main logic is in the central module. When fault is 
recognized, commands are distributed to the peripheral (bay) modules. This concept is 
applied in some of the new digital protection structures [13,15,17]. The distributed 
IEDs concept provides flexible functionality and reduction of conventional instrumen-
tal copper cables is achieved. The disadvantage of this concept is the higher cost and 
some aspects of complexity of maintenance. 
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Exists one innovation variant [16], which represents that in every IED (like Overcur-
rent protection, Distance protection etc.) the bay control functionality, needed for 
differential protection function is integrated. In such design the Central module, 
which forms the bus differential protection is in permanent communication mode via 
dedicated channel with the IEDs for the respective bays. This concept is a variant to 
"Distributed bus differential protection", but costs significantly less, as there are no 
special separate peripheral modules. 
 
The proposed solution can be used as bus protection system, for places where the 
"classical" bus differential protection is not obligatory. 
The provide solution can help realize fast responding and cost effective protection 
scheme, without dedicated hardware. 
The proposed scheme can be used also as back-up of the bus differential function. 
4. Conclusions 
The provided application of GOOSE messages to form busbar protection function (of 
ground faults) on the basis of the power line protection IEDs is applicable for small 
“node points” on the grid, where the busbar differential protection realized with dedi-
cated hardware may not be obligatory. Application of the proposed scheme can be 
realized in step-up substations of PVPPs, wind farms, small distribution substations in 
HV grids, etc., [3,7]. 
In general, the provided solution can be realized with auxiliary contacts of the protec-
tion devices and conventional cables, but this will increase the complexity of the 
scheme and will reduce its reliability. Electromagnetic compatibility issues, galvanic 
separation benefit and simplicity of the design can be achieved by utilization of fiber-
optic based communication [8]. The IEC 61850 GOOSE based communication and 
respectively acceleration / interlocking gives flexibility, noise immunity, and integrat-
ed solution [3,12]. External events can be identified and register for transmission of 
data to higher level protection / grid control system. Some “external factors” still 
impede on some substations preferable utilization of shielded Ethernet cables than 
optics. These obstacles result of the necessity of more precise cable tracing, protection 
of rodents, some maintenance issues. 
The obtained results give justification for the opportunity of GOOSE exchange 
IEC 61850 implementation in order to obtain reliable bus protection. 
The proposed approach can give positive financial effect for investment designs, as 
additional functionality can be gained, without extra investments for high-cost equip-
ment. 
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